
Lebec County Water District
Monthly Distribution Report

Month Uranium Fluoride

Static Level 133 FT 132 FT 1 FT pCi/L mg/L

Pumping level 134.2 FT 134.3 FT -0.1 FT 17 / 20 1.8 / 2.0

GPM(Average) 73.27 GMP 66.345 GPM Total: -1.1 FT

Gallons 9/10-9/11 Hours

Static Draw 256

10:15 14:56

Month Uranium Fluoride

Static Level 94.08 FT 94.4 FT -0.32 FT pCi/L mg/L

Pumping level 103.4 FT 103 FT 0.4 FT 11 / 20 1.4 / 2.0

GPM(Average) 54.816 GMP 47.504 GPM Total: -0.72 FT

Gallons 9/10-9/11 Hours

Static Draw 234

15:10 9:23

Month Uranium Fluoride

Static Level 174.6 FT 174.6 FT 0 FT pCi/L mg/L

Pumping level 196.8 FT 196.9 FT -0.1 FT 20 / 20 2.1 / 2.0

GPM(Average) 54.103 GMP 45.223 GPM Total: -0.1 FT

Gallons 9/10-9/11 Hours

Static Draw 391

14:44 10:32

Month

Water Pumped

Water Sold

Water Loss

Month Uranium Fluoride

Gallons pCi/L mg/L

N/A N/A

August July

78,605 4,099

Monthly Difference(Gallons): 74,506

Month: August 2021

-1,375,092 -773,857 601,235 Monthly Generator Run-time

111

Cuddy Creek Non-Potable Well

August July Difference Monthly Water Loss

7,870,574 6,871,919 998,655 17.47%

6,495,482 6,098,062 397,420

August July Monthly Diff.

Month: August 2021

2,337,245 1,953,648 Date-tested: Bacteriological:

Monthly Difference(Gallons): 383,597
Time:

Absent

Monthly Difference(Gallons): 315,873
Time:

Absent

Chimney Canyon Well

Lebec Well

August July Monthly Diff.

Month: August 2021

2,368,055 2,052,182 Date-tested: Bacteriological:

Month: August 2021

3,165,274 2,866,089 Date-tested: Bacteriological:

Monthly Difference(Gallons): 299,185
Time:

Absent

August 2021
By:Daniel Garcia

State Well

August July Monthly Diff.



Lebec County Water District
Monthly Distribution Report

All other systems are functioning as they should, Thank You!

3) Lead and copper samples were taken. Results pending.

System Information: August

1) Back-T came back absent.

2) Fixed leak on line between Jehovah church and CHP, repair clamp was used.
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Nitrate

mg/L

6.2 / 10

Nitrate

mg/L

5.4 / 10

Nitrate

mg/L

6.4 / 10

Nitrate

mg/L

N/A

Month: August 2021

Monthly Generator Run-time

111

Monthly Water Loss

17.47%

Month: August 2021

Bacteriological:

Absent

Absent

Month: August 2021

Bacteriological:

Month: August 2021

Bacteriological:

Absent
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All other systems are functioning as they should, Thank You!

3) Lead and copper samples were taken. Results pending.

System Information: August

1) Back-T came back absent.

2) Fixed leak on line between Jehovah church and CHP, repair clamp was used.


